
Jacobs Engineering

606 Hannah Ave. 

Traverse City, MI 49686 
T 231-922-4922  

October 10th, 2024

Attn: Joni Scott/Clerk 
Northport Leelanau Township Utility Authority, NLTUA 

Project name: Northport 
Project no: 378107CH 

Subject: Monthly Operations Report 

Dear Mrs. Joni Scott 

This report covers our operations and maintenance activities for September 2024.  

Yours sincerely,  

Justin Straub
Operations Supervisor 
231-922-4922
Justin.Straub@jacobs.com 

Mark	J	Huggard	
 

Mark Huggard 
Project Manager 
231-313-5592 
Mark.huggard@jacobs.com 

Copies to: NLTUA Board 
     Jacobs Staff
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Executive Summary

This month's operations report highlights several key activities at the NLTUA facility.

• Submitted August’s DMR, meeting all compliance requirements.
• Adjusting/Monitoring air controls to decrease elevated Nitrate levels.
• Blower set to AUTO to regulate D.O. after new probe installed 8/6/24.
• 1 Treatment Plant Call out for Reject Chamber High Level
• 5 Residential Grinder Call outs are listed in Table below

Upcoming activities include:

• Submittal of September 2024 DMR.

If there is anything you would like added to the monthly reports, please let us know.



Treatment Plant Operations and Maintenance

September 2024 Last Month Last Year

Influent flow daily average, GPD 60,475 74,489 60,164

Monthly electrical usage, Kw Hrs*
26,769 26,604 24,027

We submitted the monthly Discharge Monitoring Report (DMR) for August 2024. The facility
complied with all permit parameters.

The following graph compares the plant influent flows of the reporting month last year to that
of 2024.
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Collection System Operations and Maintenance

Collection System
9-24-24 Opened manholes along Waukazoo to confirm good flow/no blockages after receiving a call from

 Fingers Crossed Restaurant due to back up, all OK.

Lift Stations
Call out to 7th Street Liftstation on 9/4/24 due to downed tree taking out power lines. Between Jacobs staff,
Chris Holton, DPW and Consumers Power, the Liftstation was back in working order by the following day.

Grinder Pump Responses
As part of our due diligence to reduce repeat call out repairs to residential grinders, we perform the following
checks at each visit.

 Tighten all control connections within the control cabinet.
 Remove grease and debris from grinder tank.
 Remove all grease buildup from float switches.
 Verify all float switches operate properly and are positioned properly.
 Confirm proper pump operation.
 Verify alarm light is operational and audible alarm, if applicable.
 Inspect wet well components.
 Replace both the start and run capacitor.
 Inform homeowner of findings and what not to put in their sewer.

The following table summarizes our grinder pump responses. More details can be provided upon
request.

Date Location Alarm/Issue Resolution

9-3-24 13589 N. Northport Point Rd Alarm Light on/Seal
Failure

Reseated Seal Fail Relay, returned panel
to normal

9-4-24 727 S. Shabwasung St Basement Backup Homeowner to contact plumber for
internal housework, grinder pump OK

9-8-24 10860 Northshore Drive Overload Light Replaced start capacitor and reseated
loose spade connections

9-9-24 13170 Paradesia Rd Alarm Light on Replaced Capacitors

9-11-24 13300 Circle Drive Alarm Light
On/Overload

Pulled pump and cleared of debris,
tightened fittings on pump, all OK



On The Horizon
Task Update Estimated time of

completion

ARV Inspections Scheduled for Jacobs completion Completed

Semi-Annual Mixer PMs Scheduled for Jacobs completion Completed

Annual manhole inspections
Completed 50% remaining 50% to
be completed spring 2024. Summer 2024

Settling basin engineering evaluation NLTUA to consult their engineer 2024

Ferric chloride room day tank
relocation NLTUA to consult their engineer 2024

Quarterly Monitoring Well Sampling  3rd Quarter 2024 Completed

Solids Settling Basin Cleanout Scheduled for Jacobs completion November 2024



Financial Report


