
Jacobs Engineering

606 Hannah Ave. 

Traverse City, MI 49686 
T 231-922-4922  

February 10th, 2025

Attn: Joni Scott/Clerk 
Northport Leelanau Township Utility Authority, NLTUA 

Project name: Northport 
Project no: 378107CH 

Subject: Monthly Operations Report 

Dear Mrs. Joni Scott 

This report covers our operations and maintenance activities for January 2025.  

Yours sincerely,  

Justin Straub
Operations Supervisor 
231-922-4922
Justin.Straub@jacobs.com 

Mark	J	Huggard	
 

Mark Huggard 
Project Manager 
231-313-5592 
Mark.huggard@jacobs.com 

Copies to: NLTUA Board 
     Jacobs Staff
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Executive Summary

This month's operations report highlights several key activities at the NLTUA facility.

• Submitted December’s DMR, meeting all compliance requirements.
• Adjusting/Monitoring air controls to decrease elevated Nitrate levels.
• Blower set to AUTO to regulate D.O. after new probe installed 8/6/24.
• 1 Collection System Call Out in January for Northport Point LS power outage.
• 6 Residential Grinder Call outs are listed in Table below.

Upcoming activities include:

• Submittal of January 2025 DMR.

If there is anything you would like added to the monthly reports, please let us know.



Treatment Plant Operations and Maintenance 
 

  Current Month Last Month Last Year 

Influent flow daily average, GPD 57,556 56,606 47,132

Monthly electrical usage, Kw Hrs* 
35,520 33,613 56,544

 

We submitted the monthly Discharge Monitoring Report (DMR) for December 2024. The facility 
complied with all permit parameters.

The following graph compares the plant influent flows of the reporting month last year to that 
of 2024.  



Collection System Operations and Maintenance

Collection System
No Collection System callouts for the month of January.

Lift Stations
 Northport Point Liftstation – Fallen trees from storm interrupted power to Liftstation at
approximately 9PM on Sunday the 26th. Repairs made by consumers had it back online by 430AM Monday.

Grinder Pump Responses
As part of our due diligence to reduce repeat call out repairs to residential grinders, we perform the following
checks at each visit.

 Tighten all control connections within the control cabinet.
 Remove grease and debris from grinder tank.
 Remove all grease buildup from float switches.
 Verify all float switches operate properly and are positioned properly.
 Confirm proper pump operation.
 Verify alarm light is operational and audible alarm, if applicable.
 Inspect wet well components.
 Replace both the start and run capacitor.
 Inform homeowner of findings and what not to put in their sewer.

The following table summarizes our grinder pump responses. More details can be provided upon
request.

Date Location Alarm/Issue Resolution

1/15/2025 452 Vincer Way Pump Overload/High
Level

Cleared rags from impellor, all OK

1/16/2025 452 Vincer Way Pump Overload Cleared rags from impellor, all OK

1/17/2025 452 Vincer Way Pump Overload Cleared debris from impellor, all
OK

1/17/2025 603 S. Shore Drive Pump Overload Start capacitor replaced, >12lbs
of grease removed from wet well

1/20/2025 452 Vincer Way Pump Overload Replaced Pump

1/21/2025 13288 Circle Drive Pump Overload Start Cap wire came loose,
reseated, all OK

1/25/2025 187 West Street Pump Overload Installed new model grinder



On The Horizon
Task Update Estimated time of

completion

ARV Inspections Scheduled for Jacobs completion Completed

Semi-Annual Mixer PMs Scheduled for Jacobs completion Completed

Quarterly Monitoring Well Sampling  4th Quarter 2024 Completed

Solids Settling Basin Cleanout Scheduled for Jacobs completion Completed

Annual manhole inspections Scheduled for Jacobs Completion Spring 2025

Settling basin engineering evaluation Jacobs to provide proposal 2025

Ferric chloride room day tank
assessment Jacobs to provide proposal 2025

Capacity Study Jacobs to provide proposal 2025



Financial Report 


