
Jacobs Engineering

606 Hannah Ave. 

Traverse City, MI 49686 
T 231-922-4922  

October 9th, 2025

Attn: Joni Scott/Clerk 
Northport Leelanau Township Utility Authority, NLTUA 

Project name: Northport 
Project no: 37801717 

Subject: Monthly Operations Report 

Dear Mrs. Joni Scott 

This report covers our operations and maintenance activities for September 2025.  

Yours sincerely,  

Justin Straub
Operations Supervisor 
231-631-7247
Justin.Straub@jacobs.com 

Mark	J	Huggard	
 

Mark Huggard 
Project Manager 
231-313-5592 
Mark.huggard@jacobs.com 
Copies to: NLTUA Board 

     Jacobs Staff
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Executive Summary

This month's operations report highlights several key activities at the NLTUA facility.

• Submitted August’s DMR, meeting all compliance requirements.
• Adjusting/Monitoring air controls to decrease elevated Nitrate levels.
• Blower set to AUTO to regulate D.O. after new probe installed 8/6/24.
• 8 Residential Grinder Call outs are listed in Table below.
• To Date, 13 residentials have received “new style” grinder pumps.
• 3 Spare Grinders on hand

Upcoming activities include:

• Submittal of September’s 2025 DMR.

If there is anything you would like added to the monthly reports, please let us know.



Treatment Plant Operations and Maintenance

Current Month Last Month Last Year

Influent flow daily average, GPD 44,633 52,340 60,475

Monthly electrical usage, Kw Hrs*
24,957 25,362 26,769

We submitted the monthly Discharge Monitoring Report (DMR) for August 2025. The facility
complied with all permit parameters.

The following graph compares the plant influent flows of the reporting month last year to that
of 2025.

0

10,000

20,000

30,000

40,000

50,000

60,000

70,000

80,000

1-
Se

p

3-
Se

p

5-
Se

p

7-
Se

p

9-
Se

p

11
-S

ep

13
-S

ep

15
-S

ep

17
-S

ep

19
-S

ep

21
-S

ep

23
-S

ep

25
-S

ep

27
-S

ep

29
-S

ep

G
al

lo
ns

 p
er

 D
ay

Treatment Plant Influent Flows - September 2025 vs 2024

2025 2024



Collection System Operations and Maintenance

Collection System
No Collection System callouts for the month of September.

Lift Stations
No Liftstation callouts for the month of September.

Grinder Pump Responses
As part of our due diligence to reduce repeated call-out repairs to residential grinders, we perform the
following checks at each visit.

 Tighten all control connections within the control cabinet.
 Remove grease and debris from grinder tank.
 Remove all grease buildup from float switches.
 Verify all float switches operate properly and are positioned properly.
 Confirm proper pump operation.
 Verify alarm light is operational and audible alarm, if applicable.
 Inspect wet well components.
 Replace both the start and run capacitors.
 Inform homeowners of findings and what not to put in their sewer.

The following table summarizes our grinder pump responses. More details can be provided on
request.

Date Location Alarm/Issue Resolution

9/2/2025 11385 North Shore Dr Overload/High Level Replaced start capacitor and
installed new style pump

9/2/2025 10890 North Shore Dr Overload/High Level Replaced start capacitor, cleared
wet wipe from pump

9/8/2025 12501 Woolsey Lake Rd Alarm Light On Replaced start capacitor, cleared
grease from wet well

9/18/2025 11325 North Shore Dr Alarm Light On Replaced both capacitors, jumper
connections, relay, pump and

flapper check.
9/18/2025 577 South Shore Dr Alarm Light On Replaced capacitors and relay

9/18/2025 12483 Woolsey Lake Rd Alarm Light On Replaced Start capacitor and Stop
Float

9/24/2025 10890 North Shore Dr Overload/High Level Cleared wet wipe from pump

9/29/2025 12143 Indian Beach Rd Alarm Light On Replaced pump, both capacitors
and installed new stop float



On The Horizon
Task Update Estimated time of

completion

Solids Settling Basin Cleanout Scheduled for Jacobs Completion Completed

Semi-Annual Mixer PMs Scheduled for Jacobs Completion Completed

ARV Inspections After Action Report Submitted Completed

Quarterly Monitoring Well Sampling Scheduled for Jacobs Completion November 2025

Annual manhole inspections Scheduled for Jacobs Completion Fall 2025

Ferric chloride room assessment Jacobs Staff to discuss with Chris Holton Fall 2025

Capacity Study Process has begun! TBD

Solids Handling Evaluation Proposal Provided TBD



Financial Report 


